CITY OF SPRINGFIELD
INTER-OFFICE MEMORANDUM

ATTENTION OF..___FILE - Gasoline in Sewer DATE__11-5-86

DEPARTMENT.

Subject - Lakes Country Building Products

On November 4, 1986 I received a call from the fire department indicating they had
responded to Lakes Country Building Products, 820 N.W. By Pass on a complaint of
gasoline odors in a portion of the building. A reading of 55% was achieved on the
fire department explosion meter in a small room which had an open pipe in the floor.
The pipe was closed off and another reading taken. This reading was 0%. The fire
department asked that I check the city sewer serving this property. The results
of the investigation are as follows:

Wye Map M-4

Manhole #10 - reading of 07
Manhole #9 - reading of 0%

I informed the fire department of these findings.
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February 2, 1530
Mewo to File

Thizs office received ' call Ffrom Lake Country Hardwere, 820 Horth
West By-Pass concerning gesocline adors in thedr butlding. At
1:30 p.w. Haren Chendler snd Steve Short tested the manhole
etmosphere for L.E.L. in wanholes &, 9, and &, wye wmep M-a4., 413
were O % L.E.L. We dinspected the interior of the building with
“S8wmitty® Lrowm Lake Countrw. Slight ocdorse could be detected in
the building sll L.E.L. readinge were O H. When the trap was
removed Ifrow the sink, end the euhauvst fan turned on in the
production area restroom we could swmell the gasoline odor, but
not record & L.E.L., reading. We talked to the wanager of Safety
Hleen, Perry Harston, and inspected their operation. Ho problems
were reporited or observed. Ve mlso inspected the exterior of the
Trux building. There we obEserved s covered vwashbay wiith =
gasoline tenker pearked in 1t slso, next to the covered washbawvy
on the northesst end of the building sn uncovered concrete wash
pad thet smppeared to be tributary to the sump of the covered
washbay. Trun vwas in the process of weshing ocut = transport
tenker itrailer that hed contein egy products. We talked to Hr.
Greqg Dishman, Shop Forewsn, vwho itnformed us Trun hed washed out
the gasoline tenker trailer thet morndng. Hr. Dishwmwen stated
there was no gesoline in the tenker, but they are clesnsed out
prior to welding on thewm for sefetv reasons.

It would sppesr the gssoline ocdor comes from the Truxn vashing
operaetlion. The Building Reguletions Departwent sheouwld be
contacted to deterwine if the sump in the covered wash ares
conforws to thelir code end if the outside wash sres shouwld he
covered. This office should mdvise Trum of discharge limits and
possible surcharge requirements.
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